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1. CONTRACTOR MUST OBTAIN HOT WORK PERMITS DAILY FOR WELDING, SOLDERING, TORCH CUTTING, AND BURNING FROM THE VA

MEDICAL CENTER FIRE & SAFETY OFFICE BEFORE BEGINNING WORK OF THIS TYPE.  FIRE WATCH IS REQUIRED. CONTRACTOR TO

FURNISH FIRE EXTINGUISHERS.

2. NO SMOKING EXCEPT IN DESIGNATED AREAS ONLY OUTSIDE OF THE BUILDING.

3. ALL DIMENSIONS SHALL BE VERIFIED CAREFULLY AND ANY DISCREPANCIES BROUGHT TO THE IMMEDIATE ATTENTION OF THE

COTR.

4. THE CONTRACTOR SHALL PROTECT EXISTING CORRIDORS, ELEVATORS, DOORS, ETC. AND REPAIR ANY DAMAGE RESULTING FROM

THE RENOVATION, DEMOLITION OR TRANSPORTATION OF MATERIALS ASSOCIATED WITH THIS PROJECT.

5. SEE SPECIFICATIONS FOR SPECIAL CAULKING IN FIRE/SMOKE PARTITIONS AND FLOOR PARTITIONS.

6. ANY HARD CEILINGS, CEILING TILES, GRID SYSTEM, LIGHT FIXTURES, AIR GRILLES, ETC. REMOVED BY THE CONTRACTOR TO

FACILITATE THE WORK SHALL BE REPLACED IN THE ORIGINAL CONDITION AT THE CONCLUSION OF THE WORK. THIS IS IN AREAS

EITHER ADJACENT TO THE PROJECT AND/OR IN AREAS WHERE THERE IS NO CEILING.

7. NOTIFY THE VA COTR IN WRITING PRIOR TO ANY CORE DRILLING OR JACK HAMMERING AS THIS MUST BE SCHEDULED AND

APPROVED IN ADVANCE.

8. WOOD BLOCKING IS NOT ACCEPTABLE AS A SUBSTITUTE FOR SHEET METAL BLOCKING.

9. WHEN REPAIRING HARD CEILINGS, AND WALLS, MATCH EXISTING CONDITIONS, UNLESS OTHERWISE NOTED.

10. THE COTR SHALL BE GIVEN TWO WEEKS NOTICE, IN WRITING, BEFORE ANY SYSTEM SHUTDOWN IS REQUIRED. THIS WILL

PROVIDE THE OWNER TIME TO MAKE THE NECESSARY SCHEDULING ARRANGEMENTS TO ACCOMMODATE THE SHUTDOWN.

11. REPAIR OR REPLACE ALL PROPERTY OF THE OWNER DAMAGED BY CONSTRUCTION, INCLUDING BUT NOT LIMITED TO: EQUIPMENT,

FLOORS, BASES, CEILINGS, CEILING TILES.

12. IT WILL BE THE RESPONSIBILITY OF THE CONTRACTOR TO REPAIR ANY DAMAGED SPRINKLER PIPING DURING DEMOLITION AND

CONSTRUCTION.

13. TEMPORARY LIGHTING WILL BE THE RESPONSIBILITY OF THE CONTRACTOR WHILE WORKING IN AREAS OF LOW LIGHT.

14. THE DRAWINGS AND SPECIFICATIONS ARE INTENDED TO BE FOR ASSISTANCE AND GUIDANCE, BUT EXACT LOCATIONS,

DISTANCES, LEVELS, QUANTITIES SHALL BE GOVERNED BY ACTUAL CONDITIONS FOUND AT THE JOB SITE AND MUST BE VERIFIED

BY THE CONTRACTOR. THE CONTRACTOR SHALL FIELD VERIFY ALL DIMENSIONS AND BECOME FAMILIAR WITH ALL AREAS OF THE

EXISTING AFFECTED BY THE WORK, PRIOR TO COMMENCING THE WORK.

15. ALL DEBRIS IS TO BE DISPOSED OF OFF*SITE BY THE CONTRACTOR FOR ALL TRADES INVOLVED.

16. ALL WORK SHOWN SHALL BE PERFORMED AFTER HOURS MONDAY THROUGH FRIDAY 5:00 PM TO 6:00 AM, OR WEEKEND AND

HOLIDAY WORK AS DETERMINED BY THE HOSPITAL'S SCHEDULE. WORKING HOURS SHALL BE COORDINATED WITH THE COTR.

17. PARKING IS LIMITED AND IS FIRST COME, FIRST SERVE. A LIMITED AMOUNT OF PARKING PASSES WILL BE ALLOTTED TO THE

GENERAL CONTRACTOR FOR ALL OF THEIR SUBCONTRACTORS TO PARK IN THE DESIGNATED CONTRACTOR PARKING LOCATED 4

BLOCKS FROM THE FACILITY.

18. EQUIPMENT AND MATERIALS USED ON THIS PROJECT MUST MEET THE "BUY AMERICAN" ACT.

GENERAL NOTES
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PROJECT AREA

PORTION OF PROJECT
AREA SHOWN IN PLAN

DRAWINGS ON THIS SHEET

ASBESTOS CONTAINING MATERIALS (ACM) ARE KNOWN TO EXIST IN THIS
FACILITY, INCLUDING PIPING INSULATION DESIGNATED TO BE REMOVED.
SEE SPECIFICATION SECTION 02 82 13.13.
IN THE EVENT THAT ASBESTOS CONTAINING MATERIALS ARE
ENCOUNTERED IN THIS PROJECT THAT HAVE NOT BEEN PREVIOUSLY
DOCUMENTED, THE CONTRACTOR SHALL IMMEDIATELY CEASE WORK IN
THE INVOLVED AREA, SECURE THE AREA TO PREVENT INADVERTENT
CONTAMINATION OR EXPOSURE, AND NOTIFY THE C.O.T.R.
UNDER NO CIRCUMSTANCES SHALL THE CONTRACTOR DISTURB
ASBESTOS CONTAINING MATERIALS.

SEE SPECIFICATIONS FOR ADDITIONAL INFORMATION.

ASBESTOS WARNING:

1. See Plumbing Drawings for further demolition information.
2. Clear access to building exits shall be maintained at all times.
3. The Contractor shall provide protection for any finishes to remain. Contractor shall patch, repair, or  replace any

constructions or finishes damaged during demolition or construction.
4. All Items scheduled to be removed shall be disposed of properly by the Contractor, unless specifically noted

otherwise. The Owner reserves the right to claim any items removed during demolition.
5. The Contractor shall be responsible for patching and fire stopping all floor and roof openings left by the removal

of P, M, and E pipes, ducts, and conduits.
6. Provide signage on all doors into project area stating: "Construction Site 7 No Admittance" and name of project.

Sign shall be professionally made with black letters on orange background.
7. The Contractor shall provide walk7off mats, temporary dust barriers (e.g., fire7treated plastic sheeting), or other

means to minimize dust and debris in the building.
8. Cover all containers when transporting debris through the building. Coordinate debris removal routes and

methods with C.O.T.R.

GENERAL DEMOLITION NOTES

AB

C

D

Project
Area

Project
Area

Project Area Project Area

Project
Area

KEY PLAN

RR'

3
' 7

 6
"

REMOVE EXISTING CMU
AT AND ABOVE WATER
PIPE; DISCARD.

R4 VALVE, SEE
PLUMBING DRAWINGS.

2 1/2" C7H STUDS & J RUNNERS,
WITH 1" GYPSUM BOARD
PANELS AND ONE LAYER OF
5/8" GYPSUM BOARD, TAPED
AND FINISHED. PAINT TO
MATCH ADJACENT COLOR.
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 1/8" = 1'50"A101

Demolition Reflected Ceiling Plan Level 00 Basement2

 1/8" = 1'50"A101

Renovation Reflected Ceiling Plan Level 00 Basement3

 1/64" = 1'50"A101

Floor Plan 6 Level 00 Basement1

DEMOLITION NOTES KEYED TO PLAN

1 CAREFULLY REMOVE, AND STORE FOR REINSTALLATION IN SAME PLACE, PORTION OF APC

(PANELS AND GRID ) AS NECESSARY TO PROVIDE ACCESS TO RISER VALVE WORK ABOVE.
FIELD VERIFY EXACT VALVE LOCATION AND COORDINATE REQUIRED SIZE OF OPENING FOR
ACCESS WITH PLUMBING CONTRACTOR.

2 CUT AND REMOVE PORTION OF GYPSUM BOARD CEILING AND SUPPORT FRAMING AS
NECESSARY TO PROVIDE ACCESS TO VALVE WORK ABOVE. COORDINATE WORK WITH
PLUMBING CONTRACTOR. TYPICAL OF AREAS SHOWN THUS.

3 PLUMBING COLD WATER RISER IDENTIFICATION NUMBER, TYPICAL. SEE PLUMBING
DRAWINGS.

RENOVATION NOTES KEYED TO PLAN

1 REINSTALL REMOVED APC GRID AND PANELS. COMPONENTS DAMAGED DURING REMOVAL
SHALL BE REPLACED WITH NEW MATERIALS TO MATCH EXISTING. PROVIDE AND INSTALL
ACCESS IDENTIFICATION MARKER ON GRID NEAREST TO VALVE ABOVE. TYPICAL OF APC
AREAS SHOWN THUS.

2 REPAIR GYPUM BOARD CEILING TO MATCH EXISTING. PAINT COLOR TO MATCH EXISTING AS
APPROVED BY COTR. PROVIDE ONE COAT OF MPI 45 (INTERIOR PRIMER SEALER ) PLUS
TWO COATS OF MPI 139 [INTERIOR HIGH PERFORMANCE LATEX, MPI GLOSS LEVEL 3 (LL )].
PROVIDE 24"x24" FLUSH METAL ACCESS DOOR BELOW VALVE FOR FUTURE ACCESS.
COORDINATE LOCATION WITH PLUMBING CONTRACTOR. PROVIDE AND INSTALL ACCESS
IDENTIFICATION MARKER ON ACCESS DOOR. TYPICAL OF AREAS SHOWN THUS.

3 PLUMBING COLD WATER RISER IDENTIFICATION NUMBER, TYPICAL. SEE PLUMBING
DRAWINGS.

 1" = 1'50"A101

Detail Wall Section At Embedded Valve4

REV. DESCRIPTION DATE



W.C

UPDN
DN

B10026

B10022

B10020

B10013

B10016

C10010

C10008

C10012

C10001

C10018 C10020

C10013A

B10026A

B10020A

B10020EB10020C

B10020H
B10020J

B10020G

A1OO25

A1OO23

A1OO21A1OO19A1OO17A1OO15A1OO13A1OO11A1OO09

A1OO36

A1OO34

A1OO32

A1OO30

A1OO28

A1OO24

A1OO26

A1OO22

A1OO16

A1OO18
A1OO20

A1OO14

A1OO10
A1OO06A1OO04A1OO02A1OO00B1OO04B1OO06AB1OO06BB1OO08

B1OO10A

B1OO12
B1OO14

B1OO20A

B1OO20B

B1OO01AB1OO01CB1OO01DB1OO01EB1OO05B1OO09B1OO11B1OO15

C1OO04

C1OO06

C1OO14

C1OO27

C1OO25

C1OO23 C1OO23A

C1OO15 C1OO17

C1OO13

C1OO11

C1OO09

C1OO03

C1OO19

C1OO05

A1OO05

A1OO03

A1OO01

A1OO42

B1OO06

A1OO08

C1OO07

C1OO00

B1OO0BB10023 B10021B B10021A B10019 B10017

B10017A

B10032B B10032A B1003A B10030B

B10024

B1OO02

B1OO0OA

A1OO08A�1 A1OO22A

A1OO45

A1OO44

A1OO44T

A1OO40

A1OO38

A1OO07

B1OO10

B
1O
O
10
B

STAIR�3

ELEVATOR

ELEVATOR

STAIR�1

ELEVATOR

ELEVATOR ELEVATOR

STAIR�2

OFFICE OFFICE SLEEP�1 SLEEP�2

ELECTRICAL CLOSET

C/R
CLINICAL CO�ORDR

OFFICE
OFFICE

MENS TOILET

SLEEP�3 NDC TECHNICAL STAFF SLEEP�4 EMG LAB

WOMENS
TOILET OFFICE OFFICE

ROOM
WAITING

OFFICE OFFICE OFFICE OFFICE ROOM OFFICE OFFICE OFFICE OFFICE

MHSL OFFICE

MHSL OFFICE

CONFERENCE RM

TOILET

MENS
TOILET

STORAGE
HOUSE KEEPING

HSS�AD/
NURSING

SECRETARY �
AD/NURSING

DIRECTOR
FOR NURSING

OFFICE
ASSOCIATE

KITCHEN

STORAGE

HSS�MCD

ASSISTANT DIRECTOR

SECRETARY�AD

COORDINATOR

WORK RM

SECRETARY�MCD
DIRECTOR

MEDICAL CENTER

MCD TOILET

COS
DEPUTYCHIEF OF STAFFCOSHSS�COS

ASSOCIATE
DIRECTORSECRETARY�ADOFFICE TRAINEES HSS�AD

RECEPTION

STORAGE RM

OFFICE IV TEAM

WOMENS

MEN

WOMENS

OFFICE

MULTIPURPOSE
OFFICE

CONSULT
TRIAGE RN MHSL

FIRE PROTECTION CLOSET

FIRE PROTECTION

BIOHAZARD
SOILED UTILITY HSK

OFFICE

OFFICE

MHSL OFFICEMHSL SECY

STAFF LOUNGE

ADMINISTRATIVE
OFFICER MHSL

SECY CPP

OFFICE

NICOTINE LAB

STORAGE NDC

EMG�1EMG �2

FIRE PROTECTION

WAITING

HOUSE KEEPING

OFFICE OFFICE OFFICE OFFICE

OFFICE OFFICE OFFICE

COPY RM

ICE MACHINE

OFFICE

WAITING RM

OFFICE SPACE

OFFICE

OFFICE

WAITING DOCTORS DOCTORS DOCTORS DOCTORS

CLOSET

FIRE ALARM

STORAGE

CLOSET

SHAFT

LABOFFICE

OFFICE

OFFICE

LINEN
CHUTE

DUMB WAITER

FILE RM

OFFICE

PANEL

ELEVATOR

ELEVATOR

ELEVATOR

DUMB WAITER

READING RM

DUMB WAITER

DUMB WAITER

TECHNICAL

TOILET

OFFICE

CORRIDOR

CORRIDORCORRIDOR

CORRIDORCORRIDOR

CORRIDOR

CORRIDOR

CLOSET

PI NURSE

SECRETARY

WOMENS

SHELF

R1A

R4

R64

R63

R9

R3

R65 R25

R21

R14 R22

R28

R15R13

R33

R35

R12

R62

R8

R61

R60A

R60
R59

W.C

UPDN
DN

B10026

B10022

B10020

B10013

B10016

C10010

C10008

C10012

C10001

C10018 C10020

C10013A

B10026A

B10020A

B10020EB10020C

B10020H
B10020J

B10020G

A1OO25

A1OO23

A1OO21A1OO19A1OO17A1OO15A1OO13A1OO11A1OO09

A1OO36

A1OO34

A1OO32

A1OO30

A1OO28

A1OO24

A1OO26

A1OO22

A1OO16

A1OO18
A1OO20

A1OO14

A1OO10
A1OO06A1OO04A1OO02A1OO00B1OO04B1OO06AB1OO06BB1OO08

B1OO10A

B1OO12
B1OO14

B1OO20A

B1OO20B

B1OO01AB1OO01CB1OO01DB1OO01EB1OO05B1OO09B1OO11B1OO15

C1OO04

C1OO06

C1OO14

C1OO27

C1OO25

C1OO23 C1OO23A

C1OO15 C1OO17

C1OO13

C1OO11

C1OO09

C1OO03

C1OO19

C1OO05

A1OO05

A1OO03

A1OO01

A1OO42

B1OO06

A1OO08

C1OO07

C1OO00

B1OO0BB10023 B10021B B10021A B10019 B10017

B10017A

B10032B B10032A B1003A B10030B

B10024

B1OO02

B1OO0OA

A1OO08A�1 A1OO22A

A1OO45

A1OO44

A1OO44T

A1OO40

A1OO38

A1OO07

B1OO10

B
1O
O
10
B

STAIR�3

ELEVATOR

ELEVATOR

STAIR�1

ELEVATOR

ELEVATOR ELEVATOR

STAIR�2

OFFICE OFFICE SLEEP�1 SLEEP�2

ELECTRICAL CLOSET

C/R
CLINICAL CO�ORDR

OFFICE
OFFICE

MENS TOILET

SLEEP�3 NDC TECHNICAL STAFF SLEEP�4 EMG LAB

WOMENS
TOILET OFFICE OFFICE

ROOM
WAITING

OFFICE OFFICE OFFICE OFFICE ROOM OFFICE OFFICE OFFICE OFFICE

MHSL OFFICE

MHSL OFFICE

CONFERENCE RM

TOILET

MENS
TOILET

STORAGE
HOUSE KEEPING

HSS�AD/
NURSING

SECRETARY �
AD/NURSING

DIRECTOR
FOR NURSING

OFFICE
ASSOCIATE

KITCHEN

STORAGE

HSS�MCD

ASSISTANT DIRECTOR

SECRETARY�AD

COORDINATOR

WORK RM

SECRETARY�MCD
DIRECTOR

MEDICAL CENTER

MCD TOILET

COS
DEPUTYCHIEF OF STAFFCOSHSS�COS

ASSOCIATE
DIRECTORSECRETARY�ADOFFICE TRAINEES HSS�AD

RECEPTION

STORAGE RM

OFFICE IV TEAM

WOMENS

MEN

WOMENS

OFFICE

MULTIPURPOSE
OFFICE

CONSULT
TRIAGE RN MHSL

FIRE PROTECTION CLOSET

FIRE PROTECTION

BIOHAZARD
SOILED UTILITY HSK

OFFICE

OFFICE

MHSL OFFICEMHSL SECY

STAFF LOUNGE

ADMINISTRATIVE
OFFICER MHSL

SECY CPP

OFFICE

NICOTINE LAB

STORAGE NDC

EMG�1EMG �2

FIRE PROTECTION

WAITING

HOUSE KEEPING

OFFICE OFFICE OFFICE OFFICE

OFFICE OFFICE OFFICE

COPY RM

ICE MACHINE

OFFICE

WAITING RM

OFFICE SPACE

OFFICE

OFFICE

WAITING DOCTORS DOCTORS DOCTORS DOCTORS

CLOSET

FIRE ALARM

STORAGE

CLOSET

SHAFT

LABOFFICE

OFFICE

OFFICE

LINEN
CHUTE

DUMB WAITER

FILE RM

OFFICE

PANEL

ELEVATOR

ELEVATOR

ELEVATOR

DUMB WAITER

READING RM

DUMB WAITER

DUMB WAITER

TECHNICAL

TOILET

OFFICE

CORRIDOR

CORRIDORCORRIDOR

CORRIDORCORRIDOR

CORRIDOR

CORRIDOR

CLOSET

PI NURSE

SECRETARY

WOMENS

SHELF

R1A

R4

R64

R63

R9

R3

R65 R25

R21

R14 R22

R28

R15R13

R33

R35

R12

R62

R8

R61

R60A

R60
R59

NOTE: CEILING GRID SHOWN IS DIAGRAMATIC ONLY,
INTENDED TO INDICATE AREAS WHERE APC EXISTS; IT
DOES NOT DEPICT ACTUAL CONDITIONS OF GRID
LAYOUT. CEILING�MOUNTED FIXTURES AND DEVICES
ARE OMITTED FOR CLARITY.
CONTRACTOR SHALL FIELD�VERIFY ACTUAL EXISTING
CONDITIONS PRIOR TO BIDDING OR STARTING WORK.

1

1 1 1 1

1 1 1 1 1 1 1 1 1 1 1
1 1

1

1

1 1

1

11

2

2

2

1

H

J

K

L

M

N

P

Q

R

S S

T T

R' R'

1

1 2

3

3

4

4 5

6

6 7

8

8

9

9 10

11

11

12

12

13

14

14

15

15

16

16

17

17 18

19

19

20

20

21

22

22

23

23 24

25

25

26

26

27

27

28

28 29

30

30

5' 26'

3

1

1

H

J

K

L

M

N

P

Q

R

S S

T T

R' R'

1

1 2

3

3

4

4

5

5

6

6 7

8

8

9

9

10

10

11

11

12

12

13

14

14

15

15

16

16

17

17 18

19

19

20

20

21

22

22

23

23 24

25

25

26

26

27

27

28

28 29

30

30

5' 26'

1

23

1

1 1 1 1

1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1

11

1

11

2

2

NOTE: CEILING GRID SHOWN IS DIAGRAMATIC ONLY,
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ARE OMITTED FOR CLARITY.
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CONDITIONS PRIOR TO BIDDING OR STARTING WORK.

1

ASBESTOS CONTAINING MATERIALS (ACM) ARE KNOWN TO EXIST IN THIS
FACILITY, INCLUDING PIPING INSULATION DESIGNATED TO BE REMOVED.
SEE SPECIFICATION SECTION 02 82 13.13.
IN THE EVENT THAT ASBESTOS CONTAINING MATERIALS ARE
ENCOUNTERED IN THIS PROJECT THAT HAVE NOT BEEN PREVIOUSLY
DOCUMENTED, THE CONTRACTOR SHALL IMMEDIATELY CEASE WORK IN
THE INVOLVED AREA, SECURE THE AREA TO PREVENT INADVERTENT
CONTAMINATION OR EXPOSURE, AND NOTIFY THE C.O.T.R.
UNDER NO CIRCUMSTANCES SHALL THE CONTRACTOR DISTURB
ASBESTOS CONTAINING MATERIALS.

SEE SPECIFICATIONS FOR ADDITIONAL INFORMATION.

ASBESTOS WARNING:

1. See Plumbing Drawings for further demolition information.
2. Clear access to building exits shall be maintained at all times.
3. The Contractor shall provide protection for any finishes to remain. Contractor shall patch, repair, or  replace any

constructions or finishes damaged during demolition or construction.
4. All Items scheduled to be removed shall be disposed of properly by the Contractor, unless specifically noted

otherwise. The Owner reserves the right to claim any items removed during demolition.
5. The Contractor shall be responsible for patching and fire stopping all floor and roof openings left by the removal

of P, M, and E pipes, ducts, and conduits.
6. Provide signage on all doors into project area stating: "Construction Site - No Admittance" and name of project.

Sign shall be professionally made with black letters on orange background.
7. The Contractor shall provide walk-off mats, temporary dust barriers (e.g., fire-treated plastic sheeting), or other

means to minimize dust and debris in the building.
8. Cover all containers when transporting debris through the building. Coordinate debris removal routes and

methods with C.O.T.R.

GENERAL DEMOLITION NOTES
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508 Fulton St., Durham, NC

A102

14 February 2012
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Replace Cold Water Valves

Demolition & Renovation

RCPs 6 10th Floor

CONSTRUCTION

DOCUMENTS

STP GDL

124E402

 3/32" = 1'40"A102

Demolition Reflected Ceiling Plan Level 101

 3/32" = 1'40"A102

Renovation Reflected Ceiling Plan Level 102

DEMOLITION NOTES KEYED TO PLAN

1 CAREFULLY REMOVE, AND STORE FOR REINSTALLATION IN SAME PLACE, PORTION OF APC

(PANELS AND GRID ) AS NECESSARY TO PROVIDE ACCESS TO RISER VALVE WORK ABOVE.
FIELD VERIFY EXACT VALVE LOCATION AND COORDINATE REQUIRED SIZE OF OPENING FOR
ACCESS WITH PLUMBING CONTRACTOR.

2 CUT AND REMOVE PORTION OF GYPSUM BOARD CEILING AND SUPPORT FRAMING AS
NECESSARY TO PROVIDE ACCESS TO VALVE WORK ABOVE. COORDINATE WORK WITH
PLUMBING CONTRACTOR. TYPICAL OF AREAS SHOWN THUS.

3 PLUMBING COLD WATER RISER IDENTIFICATION NUMBER, TYPICAL. SEE PLUMBING
DRAWINGS.

RENOVATION NOTES KEYED TO PLAN

1 REINSTALL REMOVED APC GRID AND PANELS. COMPONENTS DAMAGED DURING REMOVAL
SHALL BE REPLACED WITH NEW MATERIALS TO MATCH EXISTING. PROVIDE AND INSTALL
ACCESS IDENTIFICATION MARKER ON GRID NEAREST TO VALVE ABOVE. TYPICAL OF APC
AREAS SHOWN THUS.

2 REPAIR GYPUM BOARD CEILING TO MATCH EXISTING. PAINT COLOR TO MATCH EXISTING AS
APPROVED BY COTR. PROVIDE ONE COAT OF MPI 45 (INTERIOR PRIMER SEALER ) PLUS
TWO COATS OF MPI 139 [INTERIOR HIGH PERFORMANCE LATEX, MPI GLOSS LEVEL 3 (LL )].
PROVIDE 24"x24" FLUSH METAL ACCESS DOOR BELOW VALVE FOR FUTURE ACCESS.
COORDINATE LOCATION WITH PLUMBING CONTRACTOR. PROVIDE AND INSTALL ACCESS
IDENTIFICATION MARKER ON ACCESS DOOR. TYPICAL OF AREAS SHOWN THUS.

3 PLUMBING COLD WATER RISER IDENTIFICATION NUMBER, TYPICAL. SEE PLUMBING
DRAWINGS.

REV. DESCRIPTION DATE
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REMOVE STEEL COVER PLATES
AND STEEL ANGLE COVER FRAME

REMOVE ABANDONED
CONTROLS COMPONENTS

ELEVATOR
MACHINE

ROOM

DOWN

WATER STORAGE TANK

EXISTING STEEL GRATE
ACCESS PLATFORM

STEEL
TRAP
DOOR

EXISTING SMALL
WATER TANK, SEE
PLUMBING DRAWINGS

EXISTING STEEL
GRATE CATWALK

REMOVE EXISTING STEEL
BAR LADDER RUNGS
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SEE PLUMBING
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15 16

PROVIDE AND INSTALL
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ELEVATOR
MACHINE

ROOM

DOWN

Level  11 PH & Roof
119' � 1"

Level  12 Elev. M. R.
129' � 6 1/4"

15 16
4

A103

34' � 0"

EXISTING ATMOSPHERIC POTABLE WATER STORAGE TANK

REMOVE STEEL COVER
PLATES AND STEEL
ANGLE COVER FRAME

REPAIR AND CLEAN GALV. METAL
CONDENSATE DRIP PAN; ADJUST  TO SLOPE
TO DRAIN OUTLET. CLEAN DRAIN TUBING.

FULLY CLEAN INTERIOR
OF WATER TANK

EXISTING TO REMAIN CEMENTITIOUS LINING; REPAIR AS
NECESSARY ANY DEFECTS REVEALED UPON CLEANING.

EXISTING TO REMAIN
STEEL CROSS�BARS

EXISTING TO REMAIN
STEEL CHANNEL RIBS

Level  11 PH & Roof
119' � 1"

Level  12 Elev. M. R.
129' � 6 1/4"

J K3
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±
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" 

±

WATER
TANK

A103

5

REPAIR AND CLEAN GALV. METAL
CONDENSATE DRIP PAN; ADJUST TO SLOPE
TO DRAIN OUTLET. CLEAN DRAIN TUBING.
(SEE ALSO PHOTO BELOW.)

1/2" ± 10"

1/2" ±

1" 4' � 9" ± 1"

1/2" ±

10" 1/2" ±

REMOVE STEEL ANGLE FRAME AND STEEL COVER PANELS;
GRIND WELDS AT SURFACE OF TANK RIM FLUSH AND SMOOTH.

CLEAN EXPOSED SURFACES OF 1" STEEL ANGLE LINING CAP AND
TOP SURFACE OF TANK RIM. REMOVE RUST, LOOSE PAINT, SOIL,
AND OTHER DETRIMENTAL FOREIGN MATTER BY POWER TOOL
CLEANING PER SSPC�SP 11 TO PRODUCE A BARE METAL SURFACE.

PAINT PREPARED SURFACE OF STEEL TANK RIM AS FOLLOWS:
APPLY ONE COAT OF MPI 79 MARINE ALKYD ANTI�CORROSIVE METAL
PRIMER AND TWO COATS OF MPI 94 ALKYD, EXTERIOR, SEMI�GLOSS
(MPI GLOSS LEVEL 5). COLOR TO MATCH EXISTING.

EXISTING STEEL PLATE TANK SIDE WALL.

EXISTING CEMENTITIOUS LINING.
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CONSTRUCTION

DOCUMENTS

STP GDL

12�E�02

 1/8" = 1'�0"A103

Demolition Plan Level 11 , Penthouse1
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Demolition Plan Level 12 , Penthouse2
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Renovation Plan Level 11 , Penthouse6
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Renovation Plan Level 12 , Penthouse7

 1/8" = 1'�0"A103

Longitudinal Section At Water Tank3
 1/8" = 1'�0"A103

Cross Section At Water Tank4

 1" = 1'�0"A103

Detail At Top Of Water Tank5
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DESCRIPTION

Durham VAMC
508 Fulton St., Durham, NC

14 February 2012
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Water System Diagram
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6" Operating Range

 Mounting Bracket

Low Water Alarm
High Level Alarm

 3" PVC Assembly

Tank Level Control Detail

AC Power Input From
Nearest Elec Panel

Ball Valve

Water Level
Controller

Tank Fill

To BAS System

All Internal Relays
rated at 30 amps at
250VAC.

Ball Valve with Slow
Closing Operator


